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Thermal response
Basics
Thermal response
BasicsBasicsBasics

Thermal conduction (= λ)
Thermal capacity (= ρ c )

zz
Thermal capacity (= ρ·cp)

q q + Δq

DV: (shown for 1direction only) xx

yy0
)()( =∂

∂
∂

+
∂ x

Θ
Θcp

λρ
heat balance
Δq/ Δx + Δ(ρcp Θ) / Δt = 0

boundary condition: incoming/outgoing 
flux at surface: h

0
∂

+
∂ xt

heat balance

flux at surface: hnet,tot

initial condition: room temperature 
conditions q = λλ Δ Θ / Δx

Fourier’s law
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Thermal conductivity
Concrete vs steel
Thermal conductivity
Concrete vs steelConcrete vs. steelConcrete vs. steel
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Thermal capacity
Concrete vs steel
Thermal capacity
Concrete vs steelConcrete vs. steelConcrete vs. steel

phase transition
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Thermal response
Steel beam/concrete slab (2D)
Thermal response
Steel beam/concrete slab (2D)Steel beam/concrete slab (2D)Steel beam/concrete slab (2D)
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Thermal response
Composite slab (2D)
Thermal response
Composite slab (2D)Composite slab (2D)Composite slab (2D)
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Thermal response
Composite edge beam (3D)
Thermal response
Composite edge beam (3D)Composite edge beam (3D)Composite edge beam (3D)
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Calculation rules for steel elementsCalculation rules for steel elements

Scope
B t l kBare steelwork
Insulated steelwork
Design parameters for the temperature developmentg p p p

General
Section Factor
Characteristics fire protectionCharacteristics fire protection
Non-standard fire conditions
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Resistance-to-Fire of Steel Elements
Principles
Resistance-to-Fire of Steel Elements
PrinciplesPrinciplesPrinciples

Load bearing function only
⇒ Load bearing capacity⇒ Load bearing capacity
Uniform temperature distribution 
⇒ Critical steel temperature conceptp p

Note: refer to ČSN EN 1993-1-2 (simple calculation models)
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Resistance-to-Fire “Steel elements”
Calculation procedure
Resistance-to-Fire “Steel elements”
Calculation procedureCalculation procedureCalculation procedure

Step 1: determine mechanical response μa ⇒ Θcrit

Step 2:determine thermal response ⇒ ΘStep 2:determine thermal response ⇒ Θa

Step 3: determine fire resistance ⇒ fire res.

Θ,
Standard Fire curve

Θa Θa

Θcrit

step 1step 2
steel temp.

step 1step 2

step 3

μ0fire res. utilisation factortime
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Thermal actions
Heat transfer exposed side
Thermal actions
Heat transfer exposed sideHeat transfer exposed sideHeat transfer exposed side

Radiative heat transfer: [ ]
.
•Radiative heat transfer:

Convective heat transfer:

[ ]44 273273 )()(h mrmr,net +Θ−+Θ⋅⋅⋅Φ= σε

)(h cnet

.

ΘΘ−⋅=
•

α

with:
Θradis  radiation temperature [°C] ⇒ Θrad Θg fire curve

)(h mgmc,net ΘΘα

rad p [ ] rad g

Θm is  surface temperature  [°C] ⇒ thermal response
εm is  surface emissivity [-] ⇒ steel: 0.7

is coefficient convection 25 50 W/m2Kαc is  coefficient convection ⇒ 25 - 50 W/m2K 
(depending on fire model)

Φ is  configuration factor [-] ≤ 1.0 ⇒ safe: 1.0
ρ is  Stephan Boltzmann constant = 5.67·10-8 W/m2K4

Note: simplified!; for details: see ČSN EN 1991-1-2
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Thermal response
Steel profiles
Thermal response
Steel profilesSteel profilesSteel profiles
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boundary & initial 
conditions

Vcdt aaρ
conditions

withwith
Am is exposed surface area member [m2/m]
V   is  volume member   [m3/m]

Note: key is  uniform temperature distribution

DIF SEK Part 2: Thermal Response 13 / 45



Temperature rise bare steelwork 
Basic equation
Temperature rise bare steelwork 
Basic equationBasic equationBasic equation

Legend:dΘ Legend:
ΔΘa :   increase steel temp.
Δt :   time step
A /V ti f t

… (1)h
c
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ρ

Am/V  section factor
Kbare:  heat transfer coef.
ksh :  corr. coef. shadow   (2)t)(mbare AKk Δ⋅−⋅⋅=Δ ΘΘΘ effect

… (2)t)( ag
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Shadow effect
Basics
Shadow effect
BasicsBasicsBasics

Shadow effect caused by local shielding of radiative heat 
transfer due to shape of steel profile i e :transfer, due to shape of steel profile, i.e.:

profiles, shadow effect: yes
profiles, shadow effect: no

Without thermal radiation, no shadow effect; hence:
bare members, shadow effect: yes
ins lated members shado effect noinsulated members, shadow effect: no
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Shadow effect
Consequences
Shadow effect
ConsequencesConsequencesConsequences

Unprotected members:

tV .

t

m

h h
A

k Δ=ΔΘ

with:
for I – sections:

net

aa
sha hckΘ ρ

for I sections:    

for “all” other sections:

ksh = 0.9 [Am/V]box/[Am/V]

for all  other sections: ksh = [Am/V]box/[Am/V]

Protected members: no effect
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Temperature rise insulated steelwork 
Basic equations
Temperature rise insulated steelwork 
Basic equationsBasic equationsBasic equations

insulation steel strip

… (a) Θgt)( ag
m

aa

ins
a V

A
c
K Δ⋅−⋅⋅=Δ ΘΘΘ ρ

with

Θm

… (b)
Θa

),,,,
d
( ccKK aappinsins ρρλ

=

Notes: (a) Θg - Θm << Θm - Θa 

temperature 
distribution

effect thermal(b) for light weight insulation: 
Kins ≈ λ/d

effect thermal 
thermal capacity 
insulation
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Temperature development in steel profilesTemperature development in steel profiles
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Steel temperature as function of Section Sector
Bare steel profiles
Steel temperature as function of Section Sector
Bare steel profilesBare steel profilesBare steel profiles
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Steel temperature as function of Section Factor
Insulated steel profiles
Steel temperature as function of Section Factor
Insulated steel profilesInsulated steel profilesInsulated steel profiles

standard fire duration: 90 min.
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Section Factor steel profile 
Concept
Section Factor steel profile 
ConceptConceptConcept

bare steel members insulated steel members

Definition: ratio between “surface area” through which heat is 
transferred to steel and “steel volume”
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Section Factor (A/V)
Numerical values
Section Factor (A/V)
Numerical valuesNumerical valuesNumerical values

IPE100 387 300               334           247
HE280A 165 113 136            84
HE320B 110 77 91            58

Note: range: ≈ 50 - 400 [m-1]
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Heat transfer coefficient
Insulated steel members
Heat transfer coefficient
Insulated steel membersInsulated steel membersInsulated steel members

Approximation: K λ/d (for light weight insulation)Approximation:  Kins ≈ λ/d (for light weight insulation) 
with: d is thickness insulation material

λ is coefficient of thermal insulation
D t i ti i i i l hDetermination: semi-empirical approach
⇒ ENV 13381, p. 4

Note: Do not use “room temperature handbook values” for 
λ in fire design calculations!
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Characterisation tests
Fire insulation steel elements
Characterisation tests
Fire insulation steel elementsFire insulation steel elementsFire insulation steel elements

Aim: insulation characteristics fire protection steelwork
C li ti “Sti k bilit ”Complication: “Stickability”
Methodology:

loaded & unloaded beam (2 pairs)
unloaded columns (10 x)

Ref.: EN 13381-4

beam before fire test beam after fire test
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Fire insulation systems
Options
Fire insulation systems
OptionsOptionsOptions

Boards
SpraysSprays
Intumescents

Screens
t t t h i t l l t ( fl t ti )to protect horizontal elements ( floor construction)
(EN 13381-1)
to protect vertical elements ( partitions)
(EN 13381-2)

Note: for details on insulation characteristics refer to:
(a) test reports fire labs
(b) information manufacturers
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EuronomogramsEuronomograms

for insulated steelwork; 
to be used as first 
approximation
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Calculation rules for composite elementsCalculation rules for composite elements

Scope
Th l t l l ith t b tThermal response steel columns with concrete between 
flanges
Verification of the insulation criterion for composite slabs
Temperature in additional reinforcement in composite slabs
Thermal response of concrete filled SHS columns
EvaluationEvaluation
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Composite slabs & beams 
Options
Composite slabs & beams 
OptionsOptionsOptions

Flat concrete slab or
composite slab with

Profiles with or without
Fire protection material

Shear
connectors

p
profiled steel sheeting

slabs

Reinforcing
bar

Shear
connectors

beams

Optional slab

Stirrups weldedStirrups welded
to web of profile

Reinforcing bar
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Composite columns
Options
Composite columns
OptionsOptionsOptions

(a) (b) (c)( ) ( )

a: steel embedded in concrete  (traditional approach)
b t b t fl (f d d t i f t)b: concrete between flanges     (f.r. dependent on reinforcement)
c: concrete filled SHS

- without reinforcement          (f.r. ca.  30 minutes or less)
ith i f t (f d d t i f t)- with reinforcement               (f.r. dependent on reinforcement)
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Calculation procedure thermal response
Composite elements
Calculation procedure thermal response
Composite elementsComposite elements Composite elements 

Non-uniform temperature distribution 
Load bearing and (possibly) separating functionLoad bearing and (possibly) separating function

Load bearing capacity
Thermal insulation
Integrity

Optionsp
tabulated data
simple calculation model
advanced calculation modeladvanced calculation model

Note: Reference: ČSN EN 1994-1-2
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Composite elements
Calculation rules thermal response
Composite elements
Calculation rules thermal responseCalculation rules thermal responseCalculation rules thermal response

Similar to concrete elements
Complications due to shapeComplications due to shape
Simple calculation rules available

variety of backgroundsa e y o bac g ou ds
see ČSN EN 1994-1-2
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Thermal response composite elements
Advanced model (illustration)
Thermal response composite elements
Advanced model (illustration)Advanced model (illustration)Advanced model (illustration)
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Composite elements
Simple calculation models thermal response
Composite elements
Simple calculation models thermal responseSimple calculation models thermal responseSimple calculation models thermal response

Semi empirical approachSemi-empirical approach
Parameter study based on systematic calculation with 
advanced calculation model
Direct application of advanced calculation model
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Simple calculation models
Semi-empirical approach
Simple calculation models
Semi-empirical approachSemi-empirical approachSemi-empirical approach

b Components cross section:
Z

ef

u1

- flanges steel section
- web steel section
- concrete

Y
h

bc,fi

concrete
- re-bars

F h
bc,fihw,fi

ewu2

For each component:
-reduced strength
and/or

Reduced cross section -reduced area

For details: see ČSN EN 1994 -1-2
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Simple calculation models
Parameter study approach
Simple calculation models
Parameter study approachParameter study approachParameter study approach

Decking type Concrete depth Concrete type

Composite slabs with profiled steel sheet

g yp p
HB [mm]

yp

re-entrant (6x)
trapezoidal (49x)

50, 60, 70, 80,
90, 100, 110, 120

NCW and LWC
ČSN EN 1994-1-1

- standard fire conditions
- profiled shape deckings taken into account

p ( )

- thermal properties according to EC
- average moisture content: 4% (NWC) and 5% (LWC)

Note: total number of simulations: 880
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Typical temperature distribution at the 
unexposed side of a composite slab
Typical temperature distribution at the 
unexposed side of a composite slabunexposed side of a composite slabunexposed side of a composite slab

temperature [°C]temperature [ C]

average
Insulation criterion:

-ΔΘav ≤ 140 ºC

-ΔΘ max ≤ 180 ºC
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Composite slabs
Thermal insulation (illustration)
Composite slabs
Thermal insulation (illustration)

Issues:

Thermal insulation (illustration)Thermal insulation (illustration)

tf = tf (l1, l2, …, A/Lr, φ)

with:l
A

h1

h2 with: 
l1, l2, .. geometry  slab
A  volume rib
L exposed surface rib

l3

l2 Lr

2

Lr exposed surface rib
φ configuration factorl1

tf = a0  +  a1·h1  +  a2· φ +  a3·A/Lr +  a4·1/L3  +  a5·A/Lr·1/l3 [min]
with:
ai coefficients, depending on duration of s.f.c. exposure
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Thermal insulation composite slabs
Verification simple calculation rule
Thermal insulation composite slabs
Verification simple calculation rule   
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Composite slabs
Thermal response positive reinforcement
Composite slabs
Thermal response positive reinforcementThermal response positive reinforcementThermal response positive reinforcement

icompression zone 
concrete (20 °C)

z

Temperature reinforcement
u1

u3u2

Temperature reinforcement 
has significant impact on M+

p,Θ

Θ = Θ (u A/O l z )Θr = Θr (u1 , A/O, l3, z ..)
z   = z(u1, u2,u3)

Note: steel sheet may significantly contribute to the 
load bearing capacity!
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Thermal response positive reinforcement
Simple calculation rule
Thermal response positive reinforcement
Simple calculation ruleSimple calculation ruleSimple calculation rule
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Concrete filled SHS columns
Resistance to fire (traditional approach)
Concrete filled SHS columns
Resistance to fire (traditional approach)Resistance to fire (traditional approach)Resistance to fire (traditional approach)

Design charts available
UnpracticalUnpractical 
Need for “user friendly” design tool

⇒ e.g. POTFIRE

no.   concrete  rebar 
quality                 %

1 C20 1.0
2 C20 2.5

g

2 C20 2.5
3 C20 4.0
4 C30 1.0
5 C30 2.5
6 C30 4.0
7 C40 1.0
8 C40 2.5
9 C40 4.0
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POTFIRE
In- & output
POTFIRE
In- & outputIn- & outputIn- & output

input output
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Validation POTFIREValidation POTFIRE

1100st

800

900

1000

1100
at

ur
e 

te
s assumptions:

- αconv = 25 W/m2k

500

600

700

800

te
m

pe
r - εres = 0.7

200

300

400

500

Concrete Filled Steel 
Hollow Section

0

100

200

0 100 200 300 400 500 600 700 800 900 1000 1100

t t (P tfi )temperature (Potfire)

DIF SEK Part 2: Thermal Response 43 / 45



Composite elements
Evaluation thermal response
Composite elements
Evaluation thermal responseEvaluation thermal responseEvaluation thermal response

Thermal response is relative complicated
“Si l ” ifi ti l il bl *)“Simple” verification rules are available*):

tabulated data
design graphsg g p
special purpose computer programmes (e.g. POTFIRE)

Alternative: “advanced” calculation models; 
feasible for NFSC

*) “Simple rules” have a limited field of application!
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National Annex
to ČSN EN 1993-1-2 and ČSN EN 1994-1-2
National Annex
to ČSN EN 1993-1-2 and ČSN EN 1994-1-2to ČSN EN 1993-1-2 and ČSN EN 1994-1-2to ČSN EN 1993-1-2 and ČSN EN 1994-1-2

ČSN EN 1993-1-2 (steel structures)( )
• Allows to choose parameters in 6 paragraphs

• The values from EN 1993-1-2 accepted without modification• The values from EN 1993-1-2 accepted without modification

• The only change is the critical temperature of thin-walled

elements (see Part 3 for details)elements (see Part 3 for details)

ČČSN EN 1994-1-2 (composite structures)
• Allows to choose parameters in 8 paragraphs

• The original values are accepted

• Allows to use European software without modifications
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Thank you for your attentionThank you for your attentionThank you for your attentionThank you for your attention
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